October 21, 2019

Sherrie Ringstad  
City of Mill Creek Associate Planner  
Via email: sringstad@cityofmillcreek.com

Re: 7C’s Swim School, Dumas Rd and N Creek Dr, Mill Creek, WA 98012  
Preliminary Plat Fire District Comments

Dear Sherrie:

The Fire District has reviewed the 7C’s Swim School binding site plan and has the following comments:

1. Sheet C2.2 – The Hammerhead shown on the drawing does not meet the specifications of the 2015 IFC Appendix D, figure D103.1, 120’ Hammerhead.

2. The building construction is indicated to be type V-B, 10,000 square feet. This requires a fire flow of 2,750 gpm for 2 hours per Table B105.1(2) (Note - This can be reduced to 1500 gpm at 20 psi if the building was equipped with an NFPA 13 automatic fire sprinkler system.)

3. Sheet C2.2 – The required number of fire hydrants is 3 per table C102.1 of the IFC, with a spacing of 400’ apart. The existing fire hydrant located in the Heatherwood parking lot access, directly across the street from the new access for the pool, would be counted as one of the required hydrants. A new hydrant would be required to be placed in the planter island on the West side of the building. The required fire flow of 2750 gpm needs to be verified by the water purveyor. (Note – an NFPA 13 automatic fire sprinkler system installed would reduce this requirement to 1 required hydrant. The new hydrant installed as shown on the East side of the building would meet the IFC requirements. The required fire flow availability of 1500 gpm for this hydrant needs to be verified by the water purveyor.)

4. Sheet C2.2 – The fire apparatus access roadway needs to be marked per the attached design standards.

Yours in public service,
Building a safer community through Public Education, Community Partnerships, Code Compliance, Pre-Incident Planning, and Investigation of Fires & Explosions

Jason Bowen
Deputy Fire Marshal
SCFD 7
360-805-0338 Option 5
jbowen@snofire7.org

Cc: File
Notes:
1. No parking—Fire lane signs shall have a minimum dimension of 12 inches (305 mm) wide by 18 inches (457 mm) high and have red letters and graphics on a white reflective background.
2. Fire lanes along curbs shall be marked with either signage, or red-painted curbs, or both.
3. A fire lane is required for all roadways with a total, undivided travel lane width of < 32 feet.
4. Roadways < 26 feet wide shall be marked as fire lanes on both sides of the roadway.
5. Roadways > 26 feet wide and < 32 feet wide shall be marked as a fire lane on one side of the roadway.
6. Portions of roadways where there is < 36" lateral clearance to a fire hydrant or fire department connection shall be marked as a fire lane 15 feet in both directions from such appliance.
7. Where red-painted curbs are used to identify fire lanes, such paint shall extend the entire curb length of such designated fire lane.
8. Where signage is used to identify fire lanes, and such fire lane exceeds 50 feet in length, intermediate fire lane signs shall be placed every 50 feet.
9. Type 'A' and Type 'B' fire lane signs shall be placed parallel to the road edge to which they apply. Unless directly differently, all other fire lane signs shall be placed perpendicular to the roadway.